Weatherhead 4\

Photacell —

See Detail C—

Height will vary according to pole
locations and utility requirements

S

Class 5 wood pole

Provide cable drip loop
(min. 300 dia)

£l ]/ 50 dia. rigid gulvanized stesl condutt

20 dia. rigid galvanized steel conduil
/" to protect #10 copper conductors.

Multiple relay switch

50 dia. rigid galv. steel conduit

1o protect 4-1/c Nod copper
conductors and ground wire.

Meter if
required
O
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See Detail B L
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N / Ground rod

SERVICE POINT
TYPE 1

See Typical Cabinet Wiring Type 1
on Standard Drawing 807-LTSP-03.

50 dia. galvenized steel
conduit riser grounding
bushing cable-duct.

46 bare copper grounding wire from ground
rod up riser to weatherhead or switch box.

15 mm x 24 m copperweld ground rod

TYPICAL ENTRY INTO RISER
(POLE AND STRUCTURE)

DETAIL B

Photo cell

Condulet

Conduit
All dimensions are In mm unless otherwise speciied.
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